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REMOVE EXISTING 1000 WATT HIGH SODIUM FIXTURES AND BALLAST and 

replace with new led 300 watt high mast fixture (SMY 300W HIGH MAST 

FIXTURE ITM01775 or equal) 

 REMOVE AND REPLACE EXISTING PVC DOME COVERS WITH NEW 

ALUMINUM DOME COVERS 

 REMOVE AND REPLACE EXISTING BASE PLATES WITH NEW 

GALVANIZED BASE PLATES AND HARDWARE  

INCLUDES: 

 New stainless steel cables 

 10 led fixtures per pole 

 New hardware and pulleys for top of mast 

 New power cables, disconnects and wiring for fixtures 

 All necessary equipment needed to complete  installation 

 Existing rings to be reused 

 Total of 6 mast poles to be retrofitted (100 foot poles) 

 Voltage 277 

 All debris to be removed for job site. 

 


